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Daryl Waters

Test Personnel:

Test Equipment Used:

Customer Name: Allways Diving
Address: PO Box 463
City: State: Postcode:
Moorooka aLp 4105
Contact: Compressor Type: Qil Type:
Gareth Spurling Hamworthy 4517/60 Muvair 455
Sample Source: Sampled To: Time:
Panel Cylinder 1230
Purification System: Sample Taken From: Compressor Hrs:
MAKO MEKAC (PD1503) Compressor Type: bBBE
Tests Performed Allowable Limits This Sample Result
T ——— = =
Oxygen 20-22% 20.90% P
Carbon Dioxide (C02) 480 ppm 100ppm P
Carbon Monoxide 10 ppm <Sppm P
Odour and Taste Nil Allowed MIL P
Water Vapour 300 Bar 30 mg/m3 5mg/m3 P
Water Vapour 200 Bar 50 mg/m3 5mg/m3 P
Water Vapour (low pressure} Not Specified -
Qil Mist 1mg/m3 NIL P

DiveTek Micro Owygen Analyser, Hydraulics International 3G-55-20 Booster, DiveTek Carbon Monoxide Analyser, Draeger Simultans Air Test

Uit

all testing carried out in accordance with A$2299 and AS3848. DiveTek will not be held liable for variations or changes in the equipment after

the date of the test.

Please note that changes in operating ternperatures, intake contamination and environmental contaminates can affect the oulcome of an air
test, Please make sure your COMPressor is ruaning to correct manufacturers specifications

Signed: Print Name:
/ 4 / Daryl Waters
Qg . Comments:







